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1 USE OF DATA

Kimo can not be held responsible for the use of data recorded with Akivision software.

Kimo can not be held responsible either in case of computer equipment malfunction (computer or server) in which Akivision
software is installed if the installation is made in an environment not supported by the Akivision software. For example:

* in case of a system update

* in case of a modification of the operating system

If the software is used in other conditions than the ones described in the user manual, Kimo cannot be held responsible for
the consequences. For example:

* minimum configuration needs to be respected

 software must be installed by a system administrator

The company that acquires Akivision software should agree to provide Kimo with access and use to Akivision software if
they need additional services, support or installation assistance. This commitment involves the provision of logins and
passwords that would be required to allow this on-site or remote assistance.

2 AKIVISION-A APPLICATION INSTALLATION

For the installation and minimum requirements, please see the prerequisite document “LR/03/BE".
At the end of the installation, a user account is created. User name and password are:

 user name: admin

* password: admin

See page 11 for the user management.

2.1  Software launching

To launch the application, it is necessary to connect the security key on the computer's USB !"
connection. =

Security key or dongle
» Connect the security key only after the software installation.

* During the usage, the computer researches if the key is present every 5 minutes. If the
key is not detected, it is no longer possible to make actions on the application.

6 AKIVISION-A APPLICATION INSTALLATION



3 SETUP THE APPLICATION

It is possible to adjust several general parameters of the application. It is recommended to adjust them before the first
usage. These adjustments concern:

The communication of a BK-RF base

 The data export

* The emails

» The users management

»  Customizing of the application

To access to these adjustments:
» Click "Options” on the application main screen.
The application requests the user to log in.
» Enter the following login: "admin” then the following password: “admin®. See chapter 3.5 for the creation and
management of users logins and passwords.
The following window opens.

[

@ Options configuratic

Options configuration

BK-RF communication base options

Relay fonctionnaity

A Managemert of the acauisiion service

Service state of data acquisition:  Started Update

D~ Serial communication port options

-]

(o) (o)

3.1 Manage the wireless communication (BK-RF base)
This part allows to attribute a number to the communication base and to start or stop the data acquisition service.

3.1.1 Attribute a number
» Select a number between 230 and 239 then press “Attribute the number”.

& If the communication base number is modified, it will be necessary to pair again all the devices
already paired.

3.1.2 Manage the data acquisition service of the wireless datalogger

Management of the acquistion service

Service state of data acquisition :  Started |pdate

Start acquistion service [ Stop acquisition service l

This part concern the program which allows to recover the datalogger data and is useful only in case of software
dysfunction.
The state of data acquisition service must always be in mode “Started”.

» Click OK at the bottom of the options window to validate the modifications.

SETUP THE APPLICATION 7



3.2 Manage the data

This part allows to adjust the export parameters of the data files and delete the saved data.
» C(lick "Data" at the left of the options window.

The following window opens.

P Options configuration [=[E [
Options configuration
Data
': Management of the axport files
Data automatic export in CSV file
Frequency of exportations aetivaton: ~ Althe 2 (s)
@ Location of the export files
C:\Users'\Public\Documents\KIMO INSTRUMENTS\AKIVISION2AEXPORT
b [ o ]
Location of PDF reports
C:\Users'\Public\Documents \KIMO INSTRUMENTS\AKIVISIONZ\PDF
A Browss _
Managemert of the data files
Saving files location
C:\Users'\Public\Documents'KIMO INSTRUMENTS\AKIVISION2\BACKUPDATAS T ———
M Browse _
3

Menagemert of the database
Data delction whose date is less than: 2052018143415 [J=

Delete the data

nable sampling: [V

Cancd | [ OK

3.2.1 Adjust the export parameters of the data files

In “Management of the export files”:
> Tick the box “Automatic export of data in CSV files” to automatically export the data in CSV format, readable
by spreadsheet software such as Excel.

YV VV

3.2.2 Delete the saved data

In “Data base management” part:

Select the triggering frequency of exports between 2 hours and 24 hours.
Select the file in which the export files will be saved: click “Browse”, then select the desired file.
Select the file in which the PDF reports will be saved: click “Browse”, then select the desired file.

> Define the date and hour from which the data will be deleted.

It is also possible to delete the data by clicking on “Delete the data”.

A The data will be definitively deleted.

> Click OK at the bottom of the options window to validate the modification.

3.2.3 Activate the data sampling

This function allows to optimise the software performances if the data number or the acquisition frequency is very
important. Therefore, the sampling allows to keep a defined number of values.

» To activate this function, tick the “Activate sampling” box.

SETUP THE APPLICATION



3.3 Manage the alarms

> Click "Alarms” at the left of the options window.
The following window opens.

P Options configuration = | B e
u Options configuration
)
& Managemert of the alams
[ Play a soun alarm s in progress
Stop the sound alert when acknowledged
Y| Sound fie:  CAUsers\PUDIic'D 10 INSTRUMENTS\AKIVISIO! nav >
Display an alert message when alarms aren‘t acknowledged
Stop the alarm relay when alarms are acknowledged
Yaal
B
-
0w
O
Cancel oK

» Tick the box “Play a sound when alarm is in progress” to be prevented when an alarm is triggered.
If this last box is ticked:

> Tick the box “Stop the sound alarm when the alarms are acknowledged” to stop the alarm when the user
triggers the alarm.

It is possible to select the sound that will be played when an alarm is in progress:
> Click "Browse" then select the desired sound. This sound file must be in .wav format.

It is also possible to display a message in case of unacknowledged alarm:
> Tick the box “Display a message when alarms are not acknowledged”.

» Click OK at the bottom of the options window to validate the modifications.

3.4 Manage the emails
3.4.1 Configure the emails

This part allows to configure the emails sending parameters at the contacts saved in the application.
The emails concern the follow-up of an acquisition, it is thus possible to automatically send email when the acquisition
starts and stops and to send an email at regular interval during an acquisition.
» Click "Emails"” at the left of the options window.
The following window opens.

0® Options configuration NEIES

u Options configuration

-
O
Sender email address :  dvignes@kimot

Mail server for outgoing mail :  sip office365 com

9225 [ Send atest message ] [ Advanced optiens

A Logation of the contacts file  C:\Users\Public G INSTRUMENTS'

Contacts list | Name email address
<] Fcoubaa eoubaa@iapote net

-~ Add contact
0

Delete

SETUP THE APPLICATION 9



> In the field “Sender email address”, enter the email address used to send messages.

» In the field “Email server for outgoing mail”, enter the name of the SMTP server used to send messages.

» Click “Send a test message” to test the email configuration by sending an email entered in the displayed dialog
box.

Advanced options ‘ = | e

Configure the options of the SMTP outgoing server:
» C(lick "Advanced options”. e |
The window opposite opens. [9] Ougoing server (SMITP) reies o uthertficton
» (Carry out the necessary adjustments according to the characteristics Username  d.vgnes@kimo.f
of the SMTP server. s
» Click OK to validate. Basic auhentficaton (name and passuword n cear)

@ Secured authentification (NTLM / SPA)

V] Outgeing server (SMTP) needs an encrypted connection (SSL)

[ Camcel J[ ok |

3.4.2 Manage the contacts

Add a contact:
> C(lick "Add a contact”. Contact name : John Do
> Enter the contact name and his email address. =
» Click OK to validate. [ Camed J[ o0k ]

2] Distribution list [

@] Contact properties S|

Create a contact group:
> Click “Add group”. . N
> Enter a name for the contact group. per—— e
» Click a name in the contact list then “Add contact”. o esaaGiapese
or
> Edit a new contact by clicking “New contact”.

Name : Alarm supemsur{

4 . b

New contact

Cancel OK

It is also possible to import an already existing contact list:
» Click "Browse" to select the file in which is located the contact file.

Modify a contact:
» Select a contact in the contact list.
» Click “Modify"”.
» Carry out the modifications.

Delete a contact:
» Select a contact in the contact list.
> C(lick "Delete”.
> Click Yes to confirm the deletion.

3.5 Manage the security application

This part allows to manage the users and the follow-up of the acquisitions. It also allows to activate or not the restart of
the application during a computer restart.
» Click "Security” at the left of the options window.
The following window opens.
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& Options configuration

Py

.))

o
Options configuration

Restart option

[Z] Automatic launch of the application when computer restart

Cangel oK

3.5.1 Manage the users

» C(lick "Access to the users management”.

The window opposite opens.

» Tick the box “Activate the users management”.
» Click "Browse” to modify if necessary the location of the users

database.

» Then click “Users” at the left of the window.

The following window opens.

2 users managere S 5

o
x Users management

-3 Users
1 Logi User name Users group
adm dmi Admins
General
us Users
n test test test Non
Groups

Click “New user”.
The window opposite opens.

@vvvv

Enter the user name and first name in “User information”.

Attribute a group to the user (see chapter 3.5.2 for groups creation).

Create the user connection logins: enter a login in the field “Login” and a password in the field “Password”
then confirm the password in the field “Confirm the password”.

The password must be at least 6 characters long.

» Click OK to validate the user creation.

3, Usersmnagemers s

o
Users management

o General

1 Activate the users management
General Location of users database

x c: o 2_USERDB SDF

__Bmwse
Users
:‘ & Password valdity period (90 [ dayis)
Groups
-Cancel _OK
13,1 Users management S

@ User sheet

User informations

‘Connection logins

Name

Sumname :

Login

Password

Confirm password :

A At the first connection, the user should change his password. The new password must be different
from the old one.

A The session will expire if it is not used for 10 minutes.

SETUP THE APPLICATION
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3.5.2 Manage the users groups
» Click "Group” on the window “Users management”.

The following window opens.

S

! Users management

e
& groupe 1
713
23 Group parameters i
» C(lick “New group". ‘1‘ Group management
The opposite window opens. —
> Attribute a name to the group in the field “Group name”, then a description of
the group in the field “Group description”. '
» Attribute the different authorisations that the group will have by ticking the
desired boxes. e
» Click OK to validate the users group creation. oo e
There are three types of authorisations: Do B
» “Common": concerns the usage of the Akivision-A and Akivision-E software.
» “Akivision-A": only concerns the Akivision-A software. i
" = e m " e [¥] Open an existing viewing
» "Akivision-E": only concerns the Akivision-E software.
B;;:nr\”:;:\:::img i
[T] Check/ uncheck al.
Authorisations list:
Common Akivision-A
Users management Create a new viewing Force wireless data logger unload
Change password Open an existing viewing Calculated channels management
Display the events report Close a viewing Alarms management
Tools: Export files management Save the viewing Alarm(s) report
Tools: Data base management Updating viewing Display/mask the alarms messages
Export the data Delete viewing Alarms acknowledgement
Print Device addition Tools: Stop/Start service
Measure signature Device deletion Tools: Graphic properties
Akivison-E Devices configuration Addition of comments notes
Create a new viewing Change the communication parameters Modify the graphic parameters
Open an existing viewing Change base number of wireless datalogger | Modify the synoptic in creation mode
Close the viewing Place wireless datalogger
Delete viewing Stop the acquisition service
Addition of comments Interrupt the acquisition service
12 SETUP THE APPLICATION



3.5.3 Modification and deletion of users and users group

To modify a users group:
> Select the group to modify by clicking on it.
> Click “Modify"”.
» Carry out the modifications by ticking or unticking the desired authorisations.
» Click OK to validate the modifications.

To modify a user:
» Select the user to modify by clicking on it.
» Click “Modify”.
» Carry out the desired modifications.
> Click OK to validate the modifications.

To delete a users group:
> Select the group to modify by clicking on it.
» C(lick "Delete”.
» Click OK to validate the deletion.

To delete a user:
» Select the user to delete by clicking on it.
> C(lick "Delete”.
> Click OK to validate the deletion.

3.5.4 Follow the acquisition

It is possible to follow the acquisition in progress thanks to the sending of follow-up emails.
» Tick the box “Sending an email during the start and the stop of the acquisition”.

When this case is ticked, it is then possible to send an email at reqular interval during the acquisition.

> Tick the box “Sending an email at regular interval when acquisition is in progress”.
» Define the interval in hours.
> Then indicate the emails recipients in the field “Recipients of follow-up emails”.

Acquisition monitoring

| Email sending during the start and stop of the acquisition

| Email sending at regular interval when acquisition is in progress

Allthe |6 5| Hours

Follow-up emails recipients (use '}’ to separate the adresses)

3.56.5 Restart the application

It is possible to restart automatically the application after a reboot:

> Tick the box “Automatic launch of the application during a computer restart”.
Restart option

| Automatic launch of the application when computer restart

» Click OK at the bottom of the options window to validate the modifications.

SETUP THE APPLICATION
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3.6 Personalize the application

This part allows to personalize the curves, the axis time, the background, the logo appearing on the printings and to display
or not the MKT statistics.
» C(lick "Personalization” at the left of the options window.
The following window opens.

&° Options configuration [=[E e
“ Options configuration
-~ Defaut propertis of curves Printng logo personaiization
B0 ereview  imsgefie: [ _prowse

'y nd (oo

terum: @
D~
- n: [

Wer o

- KT st
[ 1]

Cancel | [ 0K

In “Default properties of curves” part: Defaut properties of curves

> Click colour square then select the desired colour. coor- (et <) [
Validate with OK.

> Select the lines thickness.

Line thickness : hd

» Tick the bow "Shadow" to make appear the curves shadow. Shedowr: 1]
In "Default properties of the time axis"” part:
» Click the colour square then select the desired colour. Defau properties of tie axis
Validate with OK. coor: [ Grid lines : [

» Tick the box “Grid lines” to make appear the grid lines.

In "Default properties of the background” part:
> Select the type of colour graduation: diagonal, horizontal or vertical.
» Click the two squares colour then select the desired colours. Validate with OK.
» Tick the box “Use the axis colour for the grid lines” if necessary.
»  Click the colour square to define a grid lines colour.

In "MKT" part:
» Tick the box “Display the MKT statistics” to display the MKT temperature. This temperature allows to express in

a simplified way the global effect of the temperature variations during the storage or the transport of the
perishable goods.

In “Personalization of printings logo” part:
» C(lick "Browse" and select the logo which will appear on the printings.
» Click the image file then “Delete” to delete it.

In “Printing options” part:
» Tick the box to print the graphic background.

14 SETUP THE APPLICATION



4 ADJUST THE DEVICE COMMUNICATION PARAMETERS

A For the adjustment of the communication parameters, none of acquisition must be in progress.

This part allows to adjust the communication parameters of his own devices to add in a network (for example in an already

existing network).

4.1

Adjust the communication parameters in Modbus
This part allows to setup the sensors/transmitters communication in Modbus.

A The user must be connected and have the necessary rights to modify these parameters.

» C(lick “Tools" then “Communication parameters”.

The following window opens.

» Click the “Sensors / Modbus transmitters” chip then click OK.

The following window opens.

VVVYY

Click “Next"”.
The following window opens.

Choice of device type =
Configuration of communication
Choice of device type
@ Sensors / transmitters modbus
‘E ) Modbus acquisition modules
) Kistock RF
©) Sensors f Transmitters ethernet
Sensor configuration wizard | |

'_J Configuration of communication
-

Configuration Procedure

This wizard will guide you through the reconfiguration of a sensor,

It is necessary to indicate the cument communication parameters of the sensor.

COM port B
Baud rate 15200 M

Madbus slave number 1

Previous [ Nesxt ] [

Cancel

Select the actual COM port on which the sensor/transmitter is connected.
Adjust the actual communication velocity: 2400, 4800, 9600, 19 200, 38 400 or 115200 bits per second.
Enter the actual Modbus slave number.

Sensor configuration wizard

}| Configuration of communication

Configuration Procedure

Name : CPAZC HV

Serial :  12.11.0074

Version ko
Choose the new communication setings.
Attention: each assigned number must be unique._

Baud rate :

Modbus slave number : |1

[ Previous ] [ Validate ][

Cancel

J
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4.3

Y V VY

Carry out the desired modifications on the communication velocity and the Modbus slave number.
Click "Validate”.
A message displays indicating than the configuration has been successtully carried out.

Adjust the communication parameters of a wireless datalogger

The configuration window of the communication parameters is open.

Click the chip “Kistock RF” then click OK.

The setup wizard window of a wireless data logger opens.

Click “Next"”.

A window opens indicating the data logger name, its serial number; its firmware versions and its wireless.
Select a wireless new number for the data logger.

Click "Validate”.

A message displays indicating that the configuration has been successfully carried out.

Adjust the Ethernet communication parameters

The configuration window of the communication parameters is open.
Click the "Ethernet sensors/transmitters” chip then click OK.

The following window opens.
Sensor configuration wizard Lﬁj

Configuration of communication

u Configuration Procedure

This wizard will guide you through the reconfiguration of a sensor,
It is necessary to indicate the cument communication parameters of the sensor.

IPadess: [E4 168. 1 . 1

Previous | Neaxt | | Cancel |

Enter the sensor/transmitters IP address on which you want to connect.
Click “Next".

Carry out the desired modifications:

* Modbus slave n°

* |P address
e Subnet mask
* Gateway

Click "Validate”.
A message displays indicating that the configuration has been successfully carried out.

16
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5 CREATE A NEW VIEWING

& The user must be connected and have the necessary rights to modify the parameters.

The application is open and none of acquisition is in progress.

» Click "Create"” or go in the menu “File” then click “Create a new viewing".

The following window opens.

4

Selection of the types of devices

Al [T

et

—
=
.

4

ok

Cancel

» Tick the devices which must be considered for the acquisition then click OK.

The following window opens.

Stage 1/10: Modbus devices researcl

Communication speed

If all the boxes have been ticked, the first step consists in researching the Modbus devices connected to the computer, then
the wireless data logger and finally the Ethernet devices. If, for example, any device is connected in Modbus, the application

directly passes to the wireless data logger research.

5.1 Integrate the sensors/transmitters and modules connected in Modbus
The Modbus devices have been properly ticked. “"" °"“°“ S L
> Click "Searching”. ’ . o
The window of search options opens (see opposite). oo
» Select the communication number port, the minimum and e e
maximum slaves numbers. 2 2 E
> Select the communication velocity in bits per second. N -
» Click OK to validate.
CREATE A NEW VIEWING 17



When the research is ended, the list of found devices displays.

) Viewing creation -

List of devices

[T

Satge 2/8: Transmitters, sensors and modules

List of modbus and ethernet devices

SweN e Descrpten LEDam Ry
[Fs  ww o 0
[F« Ho100 0 0
[E D10 0 0
S Mo16D 0 0
3 o100 0 0
[Fe uR100 0 0
D uR100 0 0
[@%  wm o 0
s0: o120 [EC o120 o 0
v [EE3 w010 o 0
=[5 Aol modtle
jappies CCIENCE 3 0
& [ Dw/wet contact input mode: [es 310 4 0
545 MD1%0
52 MD180 Neragemert of e deice
53:MD16) Detal of the device Detail ofthe channels
& Weaths stalon . w Chamnel  Name Unit
B Solvere o o e o Channel1 %RH
Calested nclons | e v S | ChameL2 i
1 = Cramel3 )
T
Version 121
W Deets ‘, Configue.
o P S

It is possible to give a name to a device:
» C(lick "Designation” line.
» Enter a name then press Enter.

Then, it is possible to configure the sensor/transmitter and a module.

» Click “Configure”.

See page 34 for the sensors/transmitters configuration.
See page 44 for the modules configuration.

5.1.1 Configured channel list

» When the devices have been configured, click “Next".
The following window opens. This window lists the configured channels:

» Click “Next".

@ Viewing creation - (=8 s
7% e Channel  Descrption Unit 2]
w30 Caat0
(8 o
1 R
K wee: ca10 2 oo 3
B8 Kinolage ity 3 P
& |8 CurentNokage modue. Em MDL40 -
w4 MD100 on 4
w47 MD100 0 <
= [ Temperatue modie 1 T
"42: MD140 2 ©
;MDD @revoe
46 MD16D “n .
wS0:MD120 B b
w81 D120 N <
= [ Relay mode 3 <
w48 MRT00 B <
43 MR100 5 <
&[4 Diy/wet contect input mochle: 6 ©
w45 MD10 7 <
wS2:MD180 [Feve
'53: MD180 n
[ Weshe:saicn 0 v
[ Software al ! v
3 Couited fncions B M
4 v
s ma
s ma

P [

The following window opens.

& Viewing creation -

(=8 s

List of devices

3 wee:c310

W Kimo lerge diplay
[ Curerthiotage modie

w44 D100

wi2: M0N0
430180
46 MO1ED
50:HD1Z0
w5101

= [ Relay madule
4 A0
4 MR

= 3 D/wet contact nput mocie:
w45 MD1%0
2. U018
53 HD1ED

Stage 4/8: Calculated channels configuration

Caruaton o e calosted s
+ 1]

Nomber  Functiontype

P [

18
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This window allows to configure the calculated channels.

» Click “Add a calculated channel”.
» Select the concerned device by the calculated channels then click OK.

The following window opens.
Calculated functions [E=NEEE x ]

Configuration of the calculated channel

@ Use a personalized function Use a predefined calculation function

Fomnula Check the syrtax T T
Calculation parameter of the moist air
Channel Operstions 01
3 Channel Unit i Opera... Detail
030.01 %RH + Addition
030.02 a/kg - Subtraction
030.03 Pa - Mukiplications Conversion parameters
04200 T i £ Division
nnnnn = Modul

0-10v

Function Detail it

abs{<exprs) Absolute value of <expr> F
acos(<exprs) Cosine arc of <expr:in radians Channel properties
asin(<exprs) Sine arc of <exprin radians
atan(<exprs) Tangent arc of <expr> in radians Channel name

celling(<exprs) Integer higher or equalto <expr> Uit - TR

cosinus(<exprs) Cosine of <expr> in radians e
. = P Decimals nb 2 A

It is possible to create two types of calculation functions:

Personalized function.
Predefined calculation function (absolute humidity, dew point, wet temperature, enthalpy and analogue
conversion).

Some predefined functions can be blocked if the required channels for their calculations are not available.

The calculated channels can not be used in the calculation of others channels.

The calculation functions of the calculated and saved channels with AKIVISION-A can not be modified in
AKIVISION-E.

The values of calculated channels can not be sent on the ATT-ATE displays in digital mode.

Only the channels of the displays ATT-ATE in analogue mode will be used in the channel calculation.

A —The operations

Procedure:

>

>
>
>

Create the formula. Double click the concerned channel(s) and double click the operator (see below the operators
table).

Ex : #0071 - #008.

Verify the syntax. If the syntax is correct go on to the next step; if not, correct the formula.

Determine the channel properties (name, unit, decimals).

Click OK to validate.

Operators table:

+- 5 Addition, subtraction, multiplication and division.

%

Modulo (rest of whole division).
Example: 13 % 3 =1
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B — The mathematics functions

Procedure:

» Create the formula. Double click the mathematics function (see below the mathematics functions table) then
double click the concerned channel(s) or insert the appropriate number.

> Verify the syntax. If the syntax is correct go on to the next step; if not, correct the formula.

> Determine the channels properties (Name, unit, decimals).

> Click OK to validate.

abs (<expr>)

Gives the absolute value of the expression.

ABSV(NameChannel1) gives the channel value NameChannel1 if it is positive, if not
the opposite of its value.

ABS(V(NameChannel 1)*10.3+V(NameChannel2))  evaluates the  expression
V(NameChannel1)*10.3+V(NameChannel2) and gives the absolute value.

acos (<expr>)

Cosine arc of expression in radians
acos (0) gives 1.5708
acos (-1) gives 3.1416

Asin (<expr>)

Sine arc of expression in radians
asin (1) gives 1.5708
asin (0) gives 3.1416

Atan (<expr>)

Tangent arc of expression in radians
atan (1) gives 0.7854
atan (0) gives 0

Ceiling (<expr>)

Integer higher or equal to the expression
CEIL (2.9) gives 3
CEIL (-2.9) gives -2

Cosinus (<expr>)

Cosine of the expression in radians
cos (1.5708) gives 0
cos (3.1416) gives -1

Exp (<expr>)

Exponential of the expression

Floor (<expr>)

Integer lower or equal to the expression
Floor (2.9) gives 2
Floor (-2.9) gives -3

Ln (<expr>)

Napierian logarithm of the expression
(The expression must be positive)

Log10 (<expr>)

Common logarithm of the expression

Log 100 gives 2.

Log(V(NameChannel1)*10.3+V(NameChannel2)) evaluates the expression
V(NameChannel1)*10.3+V(NameChannel2) and gives the common logarithm.
The expression must be positive.

Pow (<expr> ; <pw>)

Elevation to a power:
<expr> elevated to a power <pw>. Ex: pow (5;3) = 125

Round (<expr>)

Rounded the operator value to a nearest integer.
Round (2.4) gives 2
Round (2.6) gives 3

Sin (<expr>)

Sine of the expression en radians
Sin (1.5708) gives 1
Sin (3.1416) gives 0

Sqrt (<expr>)

Square root of the expression

Tangent (<expr>)

Tangent of the expression in radians
Tan (0.7854) gives 1
Tan (3.1416) gives 0

20
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C —The predefined functions
Procedure:

> Tick the "Use a predefined calculation function” box.

> Select the function (see table below for details).

» Select the channels corresponding to the parameters implicated in calculation.

» Determine the channel properties (name and decimals, units are automatically selected).

> Click OK to validate.

Absolute humidity

The amount of water vapor present in a unit volume of air, usually expressed in
kilograms per cubic meter. g/Kg.

Dew point

The temperature to which a given air parcel must be cooled at constant pressure and
constant water vapor content in order for saturation to occur. °C td.

Wet temperature

Temperature calculated with dry temperature and relative humidity in the air. °C tw.

Enthalpy

This is the heat change which occurs when 1 mol of a substance reacts completely
with oxygen to form products at 298 K and 1 atm. Kj/Kg.

5.1.2 Configure the alarms

» Click “Next" on the “Calculated channels configuration” window.
The “Alarms configuration” window opens.

» Click “Add an alarm”.

The following window opens.

=

| Stage 5/8: Alarms configuration

Ham acknovedgemert

» C(lick "Add a condition” to configure the alarm.

The following window opens.

A sy i oo
p—— p—— . Treswia Teobod Toode. Tosde
€ P »
Alarms conditions L&J
u Alarm configuration
Choice of channel
Device selection
(n*42MD140 ~|
Channel selection
[Channel 01C) -
AMlamm corfiguration
Triggering mode :
Rising edge -
Threshold :
0.0 H ¢
Time-delay on tiggering : |0 = sec
Time-delay on alam retum : |0 2| sec
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In "Channel choice” part:
» Select the device concerned by the alarm in the list.
> Select the channel.

In “Alarm configuration” part:
> Select the triggering mode of the alarm between:
* Rising edge
* Falling edge
*  Hysteresis rising edge
Hysteresis falling edge
Threshold
Enter an alarm threshold for the “Rising edge” or “Falling edge” modes.
Enter in addition a hysteresis for the “Hysteresis rising edge” or “Hysteresis falling edge” modes.
Enter a threshold 1 and a threshold 2 for the “Monitoring” mode.
Then enter the delay-time on triggering and the delay-time on alarm return between 0 and 100 seconds.

YV VYV

For the “Monitoring” mode, the threshold 1 must be higher than threshold 2.

> Click OK to validate the alarm condition.

To modify an alarm condition:
> Click the line of the alarm condition to modify in “Triggering conditions of the software alarm” part.
» C(lick "Modify condition”.

To delete an alarm condition:

»  Click the line of the alarm condition to modify in “Triggering conditions of the software alarm” part.
» Click “Delete condition”.

5.1.3 Define some areas

» Click “Next" on the “Alarms configuration” window.
The “Configuring zones / device groups” window opens.

B o —

Click “Add area”.

Name it and click OK.

Add other areas.

The following window is displayed with the list of areas:

YV VYV
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) Viewing crestion - [EBIE=X=)

List of devices Step 6 /8: Configuring zones / device groups
= s des List of zone.
L2502
oo e
A Medyaca

ﬁ Delete area

w43 MD16D
6 HD160
S0: HD120
ST HD120

= [ Relay o
48: HR100
49: MR100

= [ Diyduetcontoctipat ol
5 HD190
w2: HD180
w3: HD160

[ Weaherstain
= (3 Sotware dam
i Aam

i Alam
3 Caleusted furctions

5.1.4 Configure the viewing pages

» C(lick "Next" on the “Alarms configuration” window.
The “Viewing pages configuration” window opens.
This window allows to select the elements which will be displayed on screen.

& Viewing creation - [
List of devices Stage 7/8: Viewing pages configuration
[= =2 Modbus devices .
Pagan 1] Foer2 |
Pagerame Pagen'2
st of comert Represertaton
Q[ Addthe seected dement ] ] Gt
v Tee Descrption Nemecit..  Cromzone 9 Symopic
Sensors transmitters and modul -
0 oA ot asined (lame fthears..)
“  wowo ot assignes (Nams of hear._)
7 uowo Notassigned (Name i hears..)  Background inage - Browse
16: MD150 Poston Nomsl
50:MD120
w51 :MD120
5[4 Relay madie
48 R100 Peven
node
82:MD180
53:MD180
% Westher saien Comee
[0 Sotware sl h
i Ao
i Ao
3 Calouiated unctions.
o= Addpage ] Coeerse Otderof pages:
o P Nt PP

Y

Double click an element in the devices list at the left of the window: a sensor, @ module, a calculated function, a
software alarm, ...

These elements appear in the elements list and are classified by type.

In "Selection area” column, you can assign a device to an area previously created.
Tick "Graphic”, “Synoptic” or both according to the desired representation.

Click “Browse" to select a background image then select its position on the page.
If required, click “Add a page” to add a page.

VVVYV

5.1.5 Setup the acquisition

» C(lick "Next" on the “Viewing pages configuration” window.
The window “Parameters of the acquisition” opens.

@ Viewing creation- i
List of devices Stage 8/8: Parameters of the acquisition
= tevice Display
[op— o .
Restne s dvess)

© Simplfied management of the downloads

45: MD10
WED: MD120
w1 MD120

[ Rl mockle REn Type Seral Descrpon Dowrload Fret execution

Detailed management of the dowloads

48 MR10D
43 MRI0D
& [ Dy/vet contectmput mosle
45 D130
w52:MD1ED
53 MD1ED
[ Westher saion
= (3] Soltwere dam
i A
& fam
[ Cakuiated functons.
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YV V VY

Adjust the refresh interval of display in second or in minute.

Adjust the acquisition interval of measures in second or in minute.

Adjust the duration display in hour: for example, if “3 hours” is selected, the application will be display the last
three acquisition hours.

Save the viewing

Click “Save” on the “Parameters of the acquisition” window.
Enter a name for the viewing then click OK.

The software then asks to open the viewing.

Click YES.

The viewing is open.

Integrate the wireless data logger

The wireless data loggers have been properly ticked.
The window below opens.

& Viewing creation - = B8 %
Nomber N Desarpion SeaN ode Sora Batey
@m0 werr 18020458 Newok gl 85
i @ 16020081 Newok gl 35
4 s kmioRFE0 17070 [ w0
P y.‘g CaLeF 108 KTHORFEQ 17120760 Network il 99% ax
& W KkTieRFED 15120841 Newok gl 95% £
L 109 KHZI0RF 20 17121440 Network il 95 100%
® o keioRFA 1712180 Newok gl 35% 100
g» " KH210RF A0 17030014 Networ e 100%
-3 "8 KTHORF EN 15080549 Newor il 99 100%
L 120 KTISORF IO 11040001 Netwok i3 100%
g ks 16020572 Newok gl 35 a5
4 [T T Bl oo
ﬂz Management o the device
= Chann.. Name Unit  Conversion
-3 Chann.. T-PT100D c
T

Chann... VerifSnd PT100

| 02

[ Sotware dam e KTR310-8F

Caloulated functions: sin 17.12.0385.
Verson: 334

Device corfgursion v the base

P et

Click “Add a device"”.

A message opens indicating that a wireless data logger must be placed on the BK-RF communication base.

Place a wireless data logger on the BK-RF communication base.

Click OK.

The software researches the device then places it in the wireless data loggers list when it has properly detected it.

Carry out the same operation if several wireless data loggers must be taken into account.
At the end of this operation, the following window is displayed:

IS
List of wireless devices Click on the checkbox ‘Description”to modify it
Nowber Name Descton S ode Sod oty
@m e T
Ll @ KALRF 16020081 Network ) 9%
& W5 koRFED ooms Newor gl 55 s
,.‘f" woLar W KTIORFED 1712070 N PES wwx
W0 KTI0RFED 15120841 Netwok e sz
0 KRI0READ 17121840 Newdc e 100x
0 KHRIRFA 7121841 Nk e 100x
Mo KHRIREA 17030014 Nk e 100
W krioseEn 15080589 Newok ] 9 00
W ks 1oso0t Newok ] 9 00
2 KRR 16020572 Netwok P 1

By e By Peasers By osesice

Menagement ofthe device

DL EBRLRRERBLQOY

Detailof the device Detal of the channels
Ghamn.. Name Unt Conversion
wr
| Chamn.. T-PT100D <
I Software slam e KTR310-2F Chann... Verif Snd PT100 c
3 Caulted unctine sn 1420585
Versan: 334
)
Conlgae
ot st 3 &
P Net D
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5.3.1 Configure a wireless data logger

» Click “Configure” on the bottom right.
The following window opens.

Type : _ —
KTR10 RF Mode: Hework yiﬂ F
R Display : ON
17.12 0365 LED On - ON Signal
MermanT; LED Alam - ON :DDDD
33 s

Campaign

Name : CKTR310RF

Comment -

State - Inprogress Start date - 25/06/2018 09:45:05

Start Stop Stop date : —
Recording mode ©  Instant Recording interval : 000030
Type of start - By PC Display interval - 00.00.02

Stop condition :  Loop Recording count = 5743
Stop by button - OFF
Channels

Cha Name Probes. Unit Conver. Range Low thresh High thresh
1 T-PT100 D Remote PT100 Temperature C -100/400 20 26
3 Verif Snd PT100 Remote PT100 Temperature A -100/400 19 30

Configure Cancel

» Click “Configure” at the bottom left of the window.
The following window opens.
I g 7 KTR310 RF

Serial 1 17.12.0365

E L LEDs Display
a LEDOn oo

LED Alarm

On the "Generality” tab:
> Tick the "LED ON" box, it will blink every 15 seconds during the entire duration of the recording.
> Tick the "LED Alarm” box, it will have 3 states:
» Always OFF: no threshold has been exceeded.
* Fast blinking (5 seconds): a threshold is currently exceeded on at least one channel.
* Slow blinking (15 seconds): at least one alarm threshold has been exceeded during the campaign.

On the “Channels” tab:

> Tick the “Save channel” box to save the channel.

> Select the measuring probe and its unit.

» Activate the alarm thresholds by ticking the box then indicate the desired high and low thresholds.
On the "Save" tab:
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» Indicate a dataset name and eventual comments.

» Select the type of departure between:
» "“Date": indicate a date from which the recording will be begin.
« "Button”: press OK on the device at the moment of the desired departure of the recording.
» "PC":start the recording via a computer.

» Select the interval time between 2 recordings in minute, second or hour.

The "Recap” tab displays the selected recording parameters. This tab also allows to record the configuration.
To open a configuration, click “Load configuration” then select the desired configuration to send at the wireless data

logger.

> Click "Validate"” to send the modifications to the wireless data logger.

5.3.2 Perform a multiple configuration
For data loggers in Network Data logger Mode only, it is possible to send the configuration to other identical data loggers.

Multiple configuration via the base:

» Put a data logger on the base.

» Set the data logger as explained on chapter 5.3.1.
At the end of the configuration window (after clicking “Validate” to send the configuration to the data logger), a
message asks to configure other identical data loggers.

» Click Yes.

» Put a data logger of the same type (for example, if the 1* data logger configured is a KT 110 EO, put an other
KT 110 EO on the base then click OK).
The configuration is sent.

Multiple configuration via wireless network:

» Set the data logger as explained on chapter 5.3.1
At the end of the configuration window (after clicking “Validate" button to send the configuration to the data
logger), a message asks to configure other identical data loggers.

» C(lick Yes.
A window opens allowing to select the data loggers to set.

> Tick the data loggers to set.

» Click “Continue”.
The configuration is sent to the selected data loggers.

5.3.3 Configurated channel list

When the devices have been properly configured, click “Next"”.
The following window opens. This window lists the configured channels:

[ stage 27: Configurated channels list
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» Click “Next".
The following window opens.

Stage 3/7: Calculated channels configuration

= =
This window allows to configure the calculated channels.
» C(lick "Add a calculated channel”.
» Select the device concerned by the calculated channels then click OK.
The following window opens.
Calculated functions = | o |

Configuration of the calculated channel

@ Use a personalized function () Use a predefined calculation function

Fomula Check the syntax Absolte humidty
Calculation parameter of the moist air
= 420

Charnel Operations 01
# Channel Unit i Opera... Detail
030.01 %RH [ + Addition 420
030.02 akg - Subtraction
030.03 Pa - Multiplications Conversion parameters
04200 T il £ Division
FiessS S e i % Modulo i

010V

Mathematics functions — 100
Function Detal - =
abs{<exprs) Absolute value of <expr> ;|
acos(<exprs) Cosine arc of <exprs in radians | || channei properties
asin(<expr>) Sine arc of <expr>in radians
atan(<exprs) Tangent arc of <expr in radians Channel name
ceiling(<exprs) Integer higher or equal to <expr> Unit - %RH -
cosinus(<exprz) Cosine of <expr> in radians i

. S Decimals b

It is possible to create 2 types of calculation functions:
» Personalized function
» Function of predefined calculation (absolute humidity, dew point, wet temperature, enthalpy and analogue
conversion)
Some predefined functions can be blocked if the required channels for their calculation are not available.

The calculated channels can not be reused in the calculation of others calculated channels.

The calculation functions of calculated and saves channels with AKIVISION-A can not be modified in AKIVISION-E.
The values of calculated channels can be sent on the ATT300, ATE300, CA310 and CPE310S in digital mode.

Only the channels ATT300, ATE300 and CA310 in analogue mode can be used in the channel calculation.
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A —The operations
Procedure:
» Create the formula. Double click the concerned channel(s) and double click the operator (see below the operators
table).
Ex: #001 - #008.
> Verify the syntax. If the syntax is correct go to the next step, if not correct the formula.
> Determine the channel properties (Name, unit, decimals).
> Click OK to validate.

Operators table:

+- 5 Addition, subtraction, multiplication and division.

% Modulo (rest of the whole division).
Example: 13 % 3 =1

B — The mathematics functions
Procedure:
» Create the formula. Double click the mathematics function (see below the table of mathematics functions) then
double click the concerned channels(s) or insert the appropriate number.
> Verify the syntax. If the syntax is correct go the next step; if not, correct the formula.
> Determine the channel properties (name, unit, decimals).
» C(lick OK to validate.

abs (<expr>) Gives the absolute value of the expression.

ABSV(NameChannel1) gives the channel value NameChannel1 if it is positive,
otherwise the opposite of its value.
ABS(V(NameChannel1)*10.3+V(NameChannel2)) evaluates the expression
V(NameChannel1)*10.3+V(NameChannel2) and gives the absolute value.

acos (<expr>) Cosine arc of the expression in radians
acos (0) gives 1.5708
acos (-1) gives 3.1416

Asin (<expr>) Sine arc of the expression in radians
asin (1) gives 1.5708
asin (0) gives 3.1416

Atan (<expr>) Tangent arc of the expression in radians
atan (1) gives 0.7854
atan (0) gives 0

Ceiling (<expr>) Integer higher or equal to the expression.
CEIL (2.9) gives 3
CEIL (-2.9) gives -2

Cosinus (<expr>) Cosine of the expression in radians.

cos (1.5708) gives 0
cos (3.1416) gives -1

Exp (<expr>) Exponential of the expression.

Floor (<expr>) Integer lower or equal to the expression.
Floor (2.9) gives 2
Floor (-2.9) gives -3

Ln (<expr>) Napierian logarithm of the expression.
(Expression must be positive)
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Log10 (<expr>)

Common logarithm of the expression.
Log 100 gives 2.
Log(V(NameChannel1)*10.3+V(NameChannel2)) evaluates the expression

The expression must be positive.

V(NameChannel1)*10.3+V(NameChannel2) and gives the common logarithm.

Pow (<expr> ; <pw>)

Elevation to a power:
<expr> elevated to a power <pw>. Ex: pow (5;3) = 125

Round (<expr>)

Rounded the operator value to a nearest integer.
Round (2.4) gives 2
Round (2.6) gives 3

Sin (<expr>)

Sine of the expression in radians.
Sin (1.5708) gives 1
Sin (3.1416) gives 0

Sqrt (<expr>)

Square root of the expression.

Tangent (<expr>)

Tangent of the expression in radians.
Tan (0.7854) gives 1
Tan (3.1416) gives 0

C —The predefined functions

Procedure:

> Tick the box "Use a predefined calculation function”.

> Select the function (See table below for details).

> Select the channels corresponding to the parameters implicated in the calculation.

> Determine the channel properties. Name and decimals, the units are automatically selected.

> Click OK to validate.

Absolute humidity

The amount of water vapor present in a unit volume of air, usually expressed in kilograms

per cubic meter. g/Kg.

Dew point

The temperature to which a given air parcel must be cooled at constant pressure and

constant water vapor content in order for saturation to occur. °C td.

Wet temperature

Temperature calculated with dry temperature and relative humidity in the air. °C tw.

Enthalpy

This is the heat change which occurs when 1 mol of a substance reacts completely with

oxygen to form products at 298 K and 1 atm. Kj/Kg.
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5.3.4 Configure the alarms

» Click "Next"” on the “Configuration of calculated channels” window.
The “Alarms configuration” window opens.
This window allows to add technical and software alarms (for example when there is a communication error
between a wireless data logger and the BK-RF base communication) or a battery percentage alarm.

@ Viewing creat = [ 6 ]
:
u
Hod n o
Communication eor + & :
——=g]
&
g
g
g
g
g
g
g
g
g
g
g
g
& roertage less than
g
H
g
I3 Cakouiated funclions
@ Feon et D

Click “Add an alarm” in “Alarms list” part.

Select the type of alarm.

Enter a name for the alarm.

Select the communication fail number of the communication base with a device before alarm triggering.
Select the downloading error number of a wireless data logger before alarm triggering.

VVVVYVY

In case of battery alarm:
» Select the percentage of battery from which an alarm will be triggered.

This window also allows to configure the deported alarms either to the alarms devices of KAL-RF or BK-RF type or by email.
For this second option, it is necessary to inform the messaging parameters.

It is possible to select an alarm named “technical”, which will prevent when the data logger has a communication failure,
an alarm named “of threshold”, which will prevent when one threshold or both will be exceeded (threshold previously
defined during the data logger configuration).
» Click “Alarms report” tab.
» C(lick "Add report”.
The following window opens.

B Alarms reports configuration =NACE X

Alarm report configuration

Alam reports corfiguration

Report mode

[KALRF or BK-AF slam x| [nzs2BRF

Alam type.
[Atthe dloms -

Oh  %h 4h Bh 8 d0h 12k 14h 1Bh fBh 2k Bk 24h

un. [SEL 1TSS SIS0 TS0 SO TSSO O]

I activation period
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Tick the “Active report” box to activate the alarm report.
Name the report.

Select the report mode: KAL-RF or BK-RF alarm or by email.
» I KAL-RF or BK-RF is selected: then select the device.

» If email is selected: click “Email configuration” then fill out the different fields.
» Select the alarms type:

o All the alarms

» Alarms of threshold

» Technical alarms

Select the concerned device(s) by the alarm reports.

Select the activation periods.

Click OK to validate.

YV VV

YV V VY

5.3.5 Define some areas
» Click "Next"” on the “Alarms configuration” window.

The “Configuring zones / device groups” window opens.

Step 5/7: Configuring zones / device groups

Ustof 2ne-

I

N Modyaea
T Ooeeses

Click “Add area”.

Name it and click OK.

Add other areas.

The following window is displayed with the list of areas:

Y V VY
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5.3.6 Configure the viewing pages
» Click "Next"” on the “Alarms configuration” window.

The “Viewing pages configuration” window opens.

.
[ Cakouisted unctions.

Stage 6/7: Viewing pages configuration
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Delete

This window allows to select the elements will be displayed on screen.
Double click an element in the devices list at the left of the window: a wireless data logger, an alarm or a

A\

calculated function.

These elements appear in the events list and are classified by type.

In “Selection area” column, you can assign a device to an area previously created.
Tick “Graphic”, “Synoptic” or both according to the desired representation.
Click "Browse" to select a background image then select its position on the page.
If necessary, click “Add a page” to add a page.

VVYVYYVY

5.3.7 Setup the acquisition

» Click "Next” on the window “Viewing pages configuration”.
The window “Acquisition parameters” opens.
This window allows to configure the data loggers unloading.
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Stage 7/7: Parameters of the acquisition

There are two ways to unload it:
*  First way:

> Tick the chip “Simplified management of unloading”.
» Select the interval between two unloading in hour.

* Second way:

» Tick the chip “Detailed management of unloading”.

» Click once on the line of the desired data logger then click “Planning” or double-click the required data

logger.
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The following window opens.

! Planning_Form |

m Download schedule

List of devices
KT110-RF EQ [17.12.0760]

Task configuration
Type of task: Download
Active task: [V

Starting:  28/06/20180956 (G~

Frequency: Althe 0l +| |Hourls) 7

> Tick the "Active task” box.
> Select the start date of the download.
> Select the periodicity in hour.

> Click OK to validate.

5.4 Save the viewing

> C(lick “Save"” on the “Acquisition parameters” window.
» Enter a name for the viewing then click OK.
The software then requests to open the viewing.

> Click YES.
The viewing is open.

CREATE A NEW VIEWING
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6 CONFIGURE A SENSOR

»  Click the line of the device to configure in the window “Transmitters, sensors and modules”.
The main characteristics of the device displays in “Device management” part.
» Click “Configure”.
The window below opens.
This window presents the type of connected device, the device version, its eventual options, its display if it has one,
the keypad adjustments, date and hour.

) Akivision = & =

Software version 120(0)

* Serial 3F 13.08.09999
alibration date
N Calibration d: 20/04/2016
Communication
[
g Display Keypad
Channels Backlight Permanent - Keypad lock @ ON @ OFF
< s [ 52 -
’ Contrast 3 = Key beep @ ON @ OFF
Zrologlf) Options Date / Time
Modbus 28/06/2018
Relay
- @ Date format JEMMYYYY -
Alarms Timeformat | 244 h
Probe 1 Prabe 2
-0’ o- Designation : SHSI Designation: STD-13
Relay Serial: 4F 18.01.20771 Serial: 4F 18.01.20690

- Software version: 2.00 Software version: 2,14
AIF@F@ Module
air flow

Designation :  SPI2-10000
o Serial: 4F 14.12.03622
Software version: 2,14

| Write configuration

6.1  Configure the display

On the “Generalities” panel, for the sensors 310 with display, it is possible to adjust Disp'gv S
the backlight time, the brightness and the screen contrast. e .

> Adjust the backlight: select the desired duration between Off, 10 seconds, 30 o |0 B
seconds, 60 seconds, and Permanent. G = B

» Adjust the brightness between 0 and 10.

» Adjust the contrast between 0 and 3.

» C(lick "Write configuration” at the bottom of the window to send the modifications to the sensor.

6.2 Configure the keypad
6.2.1 Activate or deactivate the keypad

Keypad
> For more safety and to avoid any manipulation errors, it is possible to block the — Keypadieck ON @ OFF
sensor keys. Passward Change
> Select “ON" to block the keys activation or “OFF” to allow the keys activation ..., ON © OFF

on the sensor.
» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.

modifications are done with the keypad, Akivision software will not take into account the

2 When the keypad is activated, it is then possible to change the transmitter configuration. If some
transmitter modifications.
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6.2.2 Modify the password
» For more safety, the keypad of the sensors class 310 is protected by a password.
» Click "Modify"”.
» Enter a new password then click “Validate”.
» C(lick "Write configuration” at the bottom of the window to send the modifications to the sensor.

6.2.3 Activate or deactivate the key beep

» Tick "ON": the key beep is activated.

» Tick "OFF": the key beep is deactivated.

» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.
Note: the key beep is unavailable on the CPE310-S sensors.

6.3 Modify the date and hour format

> Select the date and hour format. Date / Time
» Click "Write configuration” at the bottom of the window. 16/06/2014
. Date format E.LJ—MM—'WYY vi
@ The date and hour automatically synchronizes with the computer. Timeformat |24 -

6.4 Configure the Modbus communication

Modbus is a RTU digital protocol with a communication speed configurable from 2400 to 115200 Bauds.
» C(lick "Communication”.
The following window opens.

) Akivision =|& =
I
et |
Gel |
- Software version 1.20(0)
=5 Serial 3F 13.08.09998
’ Calibration date 20/04/2016 = et
.
o A .
Channels
e 86 :
’ 19200 Bps
Analog 10
‘ trumer dresse MA 00:1E:C0:8B:3F:B5
o :
Ll ess 192.168. 8 . 16
255.255.252. 0
o= 192.168. 8 2
Rel
o 502
Alr@nd
aaaaa
Seftings

Wite configuration

In “RS485 / ModBus" part:
> Select the Modbus slave number.
» Adjust the communication speed from 19200 to 115200 bauds.
» Click “Write configuration” at the bottom of the window to send the modifications to the sensor.
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6.5 Configure the Ethernet communication

The Ethernet communication module allows the transmission, the supervision and the sensors maintenance through an
Ethernet network in 10 BASE-T and 100 BASE-TX LAN/WAN supporting the TCP/IP protocol.

In "Ethernet” part:
» Enter the address, the mask, the gateway and the port.
These informations are contained in the network characteristics to which the sensor will be connected.
» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.

@ The Ethernet communication is available on the CPE310-S.

6.6 Configure the channels and the measuring units

» Click "Channels”.
The following window opens.

) Akivision = | it
L]
General
Software version 1.20(0)
$ Serial 3F 13.08 09999
N Calibration date 20/04/2016
Communication
Channels
&
Ay;n Corfiguration
(=]
P Name channs! 1:
Analeg IO
Name channel 2:
-’ o=
Relay Channel 3 probe
Air nd Name channel 3:
air fiow
O | i
Name channel 4 :
Write configuration f

This part includes two tabs:
» The tab “Configuration”.
» The tab “Measure”.

» C(lick tab "Configuration”.
> Attribute “Module”, “Probe 1" or “Probe 2" for each available channel.
* Select "None”, to attribute nothing to the channel.
» Click "Write configuration” at the bottom of the window to sent the sensor modifications.
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6.7 Configure the alarms

» Click “Alarms”.
The following window opens.

() Akivision

L T

C310

Software version 1.20(0)

* Serial 3F 13.08.09999
’\ Calibration date 20/04/2016

Communication

General

Alarm 1 ‘Alarm 2 I Alarm 3 | Narmdl‘

Alarm mode [Ccmtm\ (Threshold 1, Threshold 2 and delay)

a

Conditions Edit condition
o 7 T1:Delay1

s2 ;77773\;\:777777777/77 T2 Delay2
81 PR o t: Time

- O= T T F = % 1 m : Measurement

T 1 : Threshald 1
Relay 52 : Threshold 1
t
Air velo nd L
air flow .
o Threshold Delay
Thresheld 1 0.0 = alkg Delay 1 0
5 3

Sattings Thresheld 2 25.0 a'kg Delay 2 1)

Audiblealarm  ©) ON @ OFF

: Channel 1 % alkg Alarm acknowledgment ? [C]

| White configuration

» Click the tab of the desired alarm.
» Select in the drop-down list the alarm mode between:
* No alarm
* Rising edge triggering and temporisation
* Falling edge triggering and temporisation
* Monitoring (Threshold 1, Threshold 2 and temporisation)
* Sensor state

n "

If the mode “Rising edge triggering and temporisation”, “Falling edge triggering and temporisation” or

“Monitoring (Threshold 1, Threshold 2 and temporisation)” is selected:
» Select the channel on which the alarm will be active.

» Adjust the values of the threshold 1, of the hysteresis and temporisations 1 and 2 for the “Rising edge
triggering and temporisation” and “Falling edge triggering and temporisation” modes.

OR

» Adjust the threshold 1 and 2 and the temporisations 1 and 2 for the “Regulation (Threshold 1, Threshold 2

and temporisation)” mode.
> Select "ON" to activate the sound alarm or “OFF" to deactivate it.
» Click “Write configuration” to send the modifications to the sensor.

If “Sensor state” mode is selected:
> Select the alarm on which the alarm will be active.
» Click "Modify conditions”.
The window of alarm conditions opens.
» Tick the desired conditions then click “Validate”.

@ It is possible to tick several alarm conditions.

» Click "Write configuration” to send the modifications to the sensor.

—
Condition

Alarm 1

[7] Ambient temperature too high
| Ambient temperature too low
[7] Memary emor
| Pressure module emor
| Probe 1 emor
| Probe 2 eor
[F] Pressure value too high

[ Cancel | [

Validate
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6.8

Details of alarm modes

on

off

Monitoring

Measure (m) < Threshold (S) during the temporisation T1 — Alarm
activation.

Measure (m) > Threshold (S) + Hysteresis (H) during the temporisation
T2 — Alarm deactivation.

Measure (m) > Threshold (S) during the temporisation T1 — Alarm
activation.

Measure (m) < Threshold (S) - Hysteresis (H) during the temporisation
T2 — Alarm deactivation.

The alarm triggers when the measure is out of the high threshold and
low threshold.
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6.9 Configure the input and output

With this function, you can modify the outputs ranges of your sensor. You enter the outputs scales on which you want the
sensor transmits the measures.
» C(lick "Analog 1/10".
The following window opens.

() Akivision =
o I
| C310
Ge |
ner Software version 1.20(0)
& Serial 3F 13.05.09999
’l Calibration date 20/04/2016
Communica tion

Analog I/O

[
143&5 Analog output channel 1

Mone

Channels Type: [4-20mA ¥ Minimum 0 &
* Analog output channel 2
Analog 1O Tune: [ Minimum 0.0 H s
‘ Maximum 0.0 Hoomis
A\' Analog output channel 3
sk Type : Minimum 0.0 - m3/h
Test Maximurm 0.0 | m3h
-o/o-
Analog output channel 4
Relay =
Type: Minimurn 0.0 H ¢
e 0.0 cn [
Air nd
air flow

Seftings

| Write configuration

» Select the output type: 4-20 mA, 0-20 mA, 0-10V, 0-5 V.
» Adjust the minimum and the maximum for each analogue output.
» Click “Write configuration” at the bottom of the window to send the modifications to the sensor.

@ The inputs are only available on the CA310 with the MVA module.

6.10 Test the analogue outputs

Once the inputs and outputs configuration carried out, it is possible to test them with an external measurement device.
This test allows to check on a multimeter, a regulator or an automaton, the proper functioning of the outputs. The sensor
will generate a voltage (between 0 and 10 V) or a current (between 0 and 20 mA) depending on the switch adjustment of
the sensor card.

For an output signal in 0-10V, the sensor will generate 0 — 5 or 10 V.

 For an output signal in 0-5V, the sensor will generate 0 — 2.5 or 5 V.

 For an output signal in 4-20 mA, the sensor will generate 4 — 12 or 20 mA.

» Foran output signal in 0-20 mA, The sensor will generate 0 — 10 or 20 mA.

Before any diagnosis attempts of the outputs, check that the sensor connections and
configurations are operational to avoid damaging the sensor and multimeter!

» Choose the channel for the outputs diagnosis.
» Connect a measuring device on the channel 1, channel 2, channel 3 or channel 4 (depending on sensor).
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Once the connection of the measuring device to the sensor is carried out, you can diagnose the analogues outputs on

several check points:

» Click "Test" of the analogue E/S window.

The following window opens.
» Click 0%, 50%, 100% or Reset.

. . Generation depending in output signal
Diagnosis button
0-10V 0-5V 0-20 mA 4-20 mA
Reset Return to the measuring mode
0% ov oV 0mA 4 mA
50% 5V 2.5V 10 mA 12 mA
100% 10V 5V 20 mA 20 mA

6.11 Configure the measure in velocity and airflow

This adjustment only concerns the CP210, CTV210 sensors and the sensors class 310 with a pressure module or a velocity
probe available in option.

6.11.1 Select the measuring mean (C310/CA310 with pressure module and SQRS3 option)

The velocity calculation is calculated from the pressure and the differential pressure element, therefore it is necessary to
select the differential pressure element used to realize the measures. You must then adjust the differential pressure
coefficient then the velocity correction factor.
> Press “Velocity and airflow”.
The following window opens.

) Akivision

i

General

»

Communication

[cd
o
(=]

C310

Software version 1.20(0)
Serial 3F 13.05.09999
Calibration date 20/04/2016

Air velocity and air flow

Apparei / Module | Sonde 1 [ Sonde 2|

Measurement
Measuring means

[F‘\tcﬂ L

)
Py |

2AP
F,

1,000 |5 0
‘ Differential pressure coefficient (Crm) 2871 XG4 273,15)

1.0000

A Air velocity correction coefficient (Cc)

g
8
-

Settings

Dimensions
Section type.
Unit:

Length 1
Width 1
Diameter 1 = mm

Pressure unit for Cd calculation
Pa
Air flow coefficient (Cd)
0,1000

Rectangular A

Compensation

Temperature compensation

Value ~

Fixed temperature compensation (T comp)

:

15

Write configuration

In "Measures” part:

» Select the measure means between:

» | Pitot tube
» S Pitot tube
¢ Debimo

40
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* Differential pressure coefficient

» Enter the correction coefficient of the velocity measurement (Cc) if necessary.

This coefficient must be including between 0.0000 and 9.9999.

> If “Differential pressure coefficient (Cm)” is selected as measurement, enter its coefficient.

@ According to the type of selected section, the formula for velocity calculation is indicated in the “Measures” part.

Pass your mouse above to have more information on the formula.

6.11.2 Adjust the compensation in temperature (C310 and CA310)

It is possible to modify the compensation value in temperature. Indeed, the velocity and the airflow measured with a Pitot
tube and or Debimo blades (or others differential pressure element) are function of the using temperature. It is necessary to

enter the using temperature in order to obtain more coherent results.

In “Compensation” part:

> Select the unit (°C or °F)
» Enter the compensation value in temperature.

6.11.3 Configure the section type (C310 and CA310)
In “Dimensions” part of the “Velocity and airflow” panel:

> Select the section type: circular, rectangular or airflow coefficient.

» Select the unit for a rectangular or circular section: mm or inch

> Enter the dimensions:

»  Width and length for a rectangular section.
*  Diameter for a circular section.

OR

> Enter the Cd value for an airflow coefficient.

» Click "Write configuration” at the bottom of the window to send the sensor modifications.

6.12 Configure the relays (C310 and CA310)

() Akivision

General

»

Communication

(4
(=]
o
Channels
Il

Anzl

0

5

og
-
Alarms
-’ o=
Relay

A

|

Air velo nd
air flow

Software version 1.20(0)
Senal 3F 13.08.09999
Calibration date 20/04/2016

Relay 1

Relay 2

Relay 3

Relay 4

Security @ Negative () Positive
Security @ Negative ) Positive
Security @ Negative ) Positive
Security @ Negative ) Positive

White configuration
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The relays outputs are, by default, in negative security: The relay is energized during an alarm condition. Via the software, it
is possible to configure the relays in positive security: the relay is de-energized during an alarm condition or a power cut.
» Select "ON", "OFF" or “Alarm 1, 2, 3 or 4" in the list of the desired relay.
*  “ON" is selected: the relay is activated all the time.
o "OFF" selected: the relay is deactivated.

« "Alarm 1, 2, 3 or 4" select: the relay triggering is assigned to an alarm previously configured.
> Select "Positive” or “Negative”.

@ To activate the relays according to the alarms, these latter must be fully configured.

To make a relays test:
> Click “Relay test 1, 2, 3 or 4": The relay switches, then returns to its normal state after 1 second.

6.13 Other adjustments
6.13.1 Adjust the purging time

The purging mode allows to freeze the measure in the display, block the analogues outputs and active the relay 1 in order
to command a collection system of an aeraulic network and activate the relay 2 in order to isolate the sensor.
» C(lick "Adjustments”.
The following window opens.

@ Akivision = | G |
« .
Ge |
sner Software version 1.20(0)
* Serial 3F 13.08.09999
’\ Calibration date 20/04/2016
Communication
o setins
E Autocalibration delav in minute(s) (0 (off) -> 60 min) 10 =
Channels Integration
Medule pressure integration coefficient (0 to 9) 0
: Probe 1 air velocity integration coefficient (0 to 9) 0
Analog 10 Probe 2 air velocity integration coefficient (0 to 9) o
-
Alarms Normative values
Normative values:
-0’ o= Purge

Activate () ON @ OFF 1
1

- ; -
Air Vel nd Instrument compensation Probe 1 compensation
air flow

Altitude / Atmospheric pressure Altitude / Atmospheric pressure

o hPa w0133 wea hPa <] 10133 B hea
dor Probe 2 compensation Correction
s -
| Write configuration s
In “Purge” part:

» Select "ON" to activate the purging mode. Purge
> Adjust the purging time between 0 and 100 seconds. ~ Actvate © ON 0 OFF Pugetime | 10 [ Sec.
» Adjust the interval between 2 purges between 0 and Interval between two purges 1 EL Min.

100 minutes. Delay 1 5] Sec
» Adjust the delay between 0 and 100 seconds.
» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.
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6.13.2 Select a normative value

It is possible to select a standard, which allows to bring the measuring values to the measuring values in normal
environmental conditions.
In “Normative values” part:

> Select in the drop-down list:

» DIN13423
* 1502533
» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.
MNormative values
Normative values: | DIN1343 v

6.13.3 Enter an integration

It is possible to enter an integration coefficient allowing to smooth the measure and also to avoid the untimely variations.
The concerned parameters are the pressure and velocity.

Integration
Module pressure integration coefficient (0 to 3) 1] =
Probe 1 speed integration coefficient (0 to 8) i =
Probe 2 speed integration coefficient (0 to 8) i =

In “Integration” part:
> Select the integration coefficient in pressure between 0 and 9. A pressure module must be connected to the sensor.
> Select the integration coefficient in velocity between 0 and 9. A velocity probe must be connected at the sensor
location 1 or 2.

» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.

Coefficient 0: no integration.
Coefficient 9: maximals integration, reading more stable.

6.13.4 Adjust the temporisation between two autozeros

> Enter a value between 0 and 60 minutes on the line “Temporisation between 2 autozeros in minute(s)
from 0 to 60 min)".
» Click "Write configuration” at the bottom of the window to send the modifications to the sensor.

@ Temporisation 0: no auto-calibration.
Temporisation 60: maximum gap between 2 auto-calibrations (60 minutes).

6.13.5 Enter a compensation

It is possible to enter a compensation in altitude or in atmospheric pressure on the device and the connected probes.
In “Device compensation” and/or “Probe 1 compensation” and/or “Probe 2 compensation” part:

> Select the pressure unit (hPa, mbar or mmHg) or in altitude (m).

» Enter an atmospheric pressure or altitude value.

» Click “Write configuration” at the bottom of the window to send the modifications to the sensor.
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7 CONFIGURE THE MODULES

7.1 Configure a temperature module

For the temperature modules, all the channels are configurable.
» Click the module line to configure in the window “Transmitters, sensors and modules”.
» C(lick "Configure”.
The window below opens.

Configuration of the MD120

Vo Wi vz V3 V4 V5

/| Save channel

Input Type PT100 EC -50 150 °C -~ Unit: @ -C

Description F

Settings
Offset 0.0 =hY

Integration

Cancel Walidate:

Click the tab of the channel to configure.

Tick the box “Save this channel” to save data.

Select the input type in the list and its unit.

Apply an offset (in order to compensate an eventual drift of the sensor, it is possible to insert an offset which can
be a maximum of +10).

Adjust the integration of the measure (the integration coefficient allows to smooth the measure, to avoid the
untimely variations. New displayed value = [((10 - Coef.) x New Value) + (Coef. x Hold value)] /10).

Click "Validate" to save the modifications.

V. YV VVVYVY

7.2 Configure a module of current/voltage

For the current/voltage modules, all the channels are configurable.
» Click the module line to configure in the window “Transmitters, sensors and modules”.
» Click “Configure”.
The window below opens.

Configuration of the MD100

v v [v2 [va va v Jw [wvi |

| Save channel

Input Type 010V -

Description

Do you want to convert this entry?

Settings
%RH Offset 0000 [S|v

Integration
LU

Caneel Walidate:

» Click the tab of the channel to configure.
» Tick the box “Save this channel” to save data.
> Select the input type in the list.
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>

7.3

Enter a description.

Tick the box "Do you want to convert this input” to convert the input.

The “Conversion” part becomes accessible.

Select the conversion unit in the list.

Select the number of decimal.

Select the minimum and the maximum of the scale.

Apply an offset (In order to compensate an eventual drift of the sensor, it is possible to insert an offset which can
be a maximum of +10).

Adjust the measure integration (the integration coefficient allows to smooth the measure, to avoid the untimely
variations. New displayed value = [((10 — Coef.) x New Value) + (Coef. x Hold value)] /10).

Click "Validate” to save the modifications.

Configure a relay module

The relays outputs are, by default, in negative security: the relay is energized during an alarm condition. Via the software,
it is possible to configure the relays in positive security: the relay is de-energized during an alarm condition or a power

cut.
>
>
>

To be in negative alarm condition, click the box “Negative” of the sidebar “Security of relay alarms”.
To be in positive alarm condition, click the box “Positive”.
Click "Validate” to save the modifications.

Each of the 8 relays is configurable and each relay can have several added alarm conditions. In order to create an alarm
condition, click “Add a condition”.
It is possible to choose the alarm emails sending for each relay.

7.4

Configure a dry/wet contact module

All the channels are configurable. It is possible to:

>
>
>
>

Choose to save channel.

Name the channel by filling the field “Description”.
Define the functioning mode “Normal” or “Inverted”.
Click "Validate” to save the modifications.
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8 ACQUISITION VIEWING
8.1  Graphic panel

File User Acquisiton Display Tools 7

B E ’ . @ v B .E, Stopped acquisition

Woin raoh | ), Aarms and s

2% 70,4 [oC td)
O 4 70.a1
O 4 70.a2
O & 70.R1
O & 70.rL2
[@ & w 30 MD100
827 30.0 conv n 83 ma - Pa YO n30 [Pal
02 30,1 conv n 83 ma - °Ctd V1 n30 [°C
127 30,2 Conv n 83 ma - °F td v2 n30 [oF 1
02 30.3 Conv n 83 mA - mbar v3 n30 [mb
(@ @ w 32 D120
2% 32.0 PT 100 °C v n32 [°C]
B2 32.1 PT 100 °F v1 n32 [°F]
02 32.2 pT 100 °C v2 n32 [°C]
027 32,3 PT 100 °F v3 na2 [°F]
[@ @ w 35 D10
27 35.0 T_3K AAAARAAAAAAAAAAAAAA [¢
O 35,1 T_10
] ;" 28D T W COCCCCCCCCCCCCCrCere

8.1.1 Devices list

All the viewing devices are listed in this panel. The boxes to tick allow to choose the channels to display on the graphic and
in the table.

8.1.2 Value display: graphic, table and statistic

It is possible to have different values displays.
> Cllck "Display” then select the desired display type among:

Graphic and table
*  Graphic and statistics
»  Graphic
* Synoptic
+  Statistics
+ Table

For the "Graphic and table”, “Graphic and statistics” and “Graphic” displays, a toolbar with different buttons listed
below allows to:

Update or reset the zooms Zoom in

Display the curves Zoom out

Display the points Dynamic zoom

Selection pointer Move the displayed area

Cursor to browse the points Add a note

| &) o] o] !

3D display

[ E2 E4 B3 ES [€)
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+ If the "Graphic and table” display is selected: the software displays the values in the form of curves and in a
table.

+ If the "Graphic and statistics” display is selected: the software displays the values in the form of curves and the
remarkable values (min, max, number of points,...) in the form of table.

» If the “Graphic” display is selected: the software solely displays the value in the form of curve.

8.2 Values display: synoptic representation

oA G

it ool

Fie User Acqustion Disply Tools ?
=~ - {’ L @ ; @ Q; B Started acquisition

Ethemet =

List of
= @ = N 10 TH300
[8):27 10,1 [96RH] 10.1 10.2
@22 10.2 [oc] - =
2103 [oC td] 49,9 %RH] [o 23,3 oc] [o 9,3=cm]
@27 10.4 [g/kg]
g 410,401
4 10.AL2
@ 4 joR01 38,1 %RHH“O 22 57/ °CUUQ 7,8« mH
@ 4 10.RL2

= (@ E Ne 11 TH300

@27 12,1 [9%RH] 122

@22 11.2 [oc] A A

@ 113 [oc td) 29’9 %RH} (0] 22,9 oc‘ ‘o 4,5« m]
@27 11.4 [oC tw]

@4 11.a11 131 (32) 133

B & 1142

E4& 11r01 31,4%RHH° 23,7 acuﬂo S’SBCWH
@ 4 11.R2 =

T

|

= @ E N 12 TH300
@22 12,1 [9%RH]
27 12.2 [°C]

o 7,9~cm}H{o 21,0

42,8 s

22 12,3 [°C td]
827 12.4 [oC tw]

The synoptic representation gathers the slaves and the alarms on the same viewing in the form of
customizable sketch. It is thus possible to locate in real time the measured values and the alarms.

It is possible to modify the elements of the synoptic representation:
» Right click an element then click “Properties”.
The following window opens.

Label properties o
| ﬁ Label properties I
|| Appearance | Aams
Genersl appearance Tite Thresholds Active light
S - ik © Uniled Use the threshold 1:: ] Display the ight
= Display the threshold 1 Flashing waming light
Direction - 00 K @ Atomaticttle 1261
| || ot trresnaa 1: B color [ ]
Pattem ©) Customized tile 1261
Threshold 1 value 0 Inactive color. -
Outine style £ i o e Use the threshold 2 sl Normal color : [ |
Draw borders: Font color of the thle © | ] Display the threshold 2
Transparent background Background color of the title : l:l Draw the threshold 2
Back d colt
- ] Threshold 2 value :
| | —— Desta |
Color
Draw the nomal area
I Value and marking Preview I [ Preview
Display vaiuie: N:E'Ff B
Display unt =
Min. Manc. B3
= I (126.1] |
= | |
10 |
e 20 »s [0 20
5 z | ‘
Drawline : i I
| Draw marking
I | l
I J

The “Appearance” tab allows to modify the element appearance.

The “Alarm” tab allows to modify the alarm appearance on the element. It is also possible to display or not the threshold,
to modify their values, ...
» Carry out the desired modifications then click “Validate”.
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Example of representation:

1 o 20,00|°C ’

H 010 20 30 40 50 60 70 80 90 100

Hi 20,00 -

These representations can then be modified: orientation, colours, title, ...

9 ALARMS LIST
9.1 Access to the alarms list @

» Click “Access to the alarms list”.

9.2 Acknowledge the alarms

If the alarms haven't been acknowledged, it is possible to make it from the software:
» C(lick "Display the unacknowledged alarms”. ®
The following window opens.

»
++£ List of unacknowledged alarms e

E List of unacknowledged alarms

Select/deselect all

[[] Today

Device

Date Alarm name T Device Channel Value Unit State Alam type Mode

27/06/2018 0113 [105.A
27/06/2018 01:10 (105 A
26/06/2018 2010 (105.AL

light | Rising edge

2 light | Rising edge

light | Rising edge

Ri:

2270 elemert(s)

Acknowledge the selected alarms Close

» Tick the alarms to acknowledge.

» C(lick "Acknowledge the selected alarms”.
» Add a comment.

& This comment is compulsory.
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10 ACCESS TO THE EVENT REPORT

The log is a report which gathers the events intervened during the acquisition:

Date

Source (slave / software)

Name

Category (suppression / launch acquisition, configuration modification, etc...)
Alarms description (alarm, relay...)

Acknowledgement

Comment

Connected user (if the user management is active)

Click “Access to the events report”.
The following window opens.

= @] =

>

Software Level Category Message User

[an | [ -] [ -]

Period Startng End

210672015 10:06:45 2810612015 10:07:05 WD Automatic update o the table
Date ~ Level Aopication Vessage Category Comment =
27/06/2018 15:14:22 Irfommation Aoparei reconfiguré Configuration 113 KTUZIORF EO (17, 1201811 |
27/06/2018 19:12:31 Irfomnation Aoparel recorfiguré Corfiguration n"113 KTU210RF EO [17.120181]
27/06/2018 19:11:25 Irfomation Aopairage dun apparei redio fréquence Envegisireurs radio fréaue... |n113 KTU210.RF EO [17.120181]
27/06/2018 18:11:25 Irfomation Placement dun apparei rado fréquence Envegisireurs radio fréque... |n113 KTUZ10-RF EO [17.12.0181]
27/06/201813:10:32 Eror 1_DaWork
27/06/201813:10:09 Irfommation Suppression dun apparei radio fréquence Envegisireurs radio fiéque... |n*113 KTUZIG-RF EO (17.120181]
27/06/2018 15:10:00 Irfomation Aoparei recorfiguré Corfiguration 113 KTU210RF EO [17.120181]
27/06/2018 19:09:41 Irfomnation Aoparel recorfiguré Corfiguration n"113 KTU210RF EO [17.120181]
27/06/2018 13:09:25 Irfomation Aoparei recorfiguré Corfiguration n*113 KTU210RF EO [17.120181]
27/06/201819:09:12 e hpparst recorfigus e 7113 KTUZ10RF EO [17.120181]
27/06/2018 13:07:47 Irfommation § Configuration 114 KTU210RF EQ [17.120181]
27/06/201815:07.03 Irfommation ¢ Configuration 114 KTUZ10RF EO [17.120181]
27/06/2018 15:04:48 Irfomation Aoparei recorfiguré Corfiguration n"114 KTU210RF EO [17.120181]
27/06/201813:03:49 Irfomation Aoparei recorfiguré Corfiguration n*114 KTU210RF EO [17.120181]
27/06/201813:01:47 Irfomation Aoparei recorfiguré Corfiguration n*115 KTU210RF EO [17.120181]
27/06/2018 19:0029 e hpparst recorfigus e 7114 KTUZ10RF EO [17.120181]
27/06/2018 18:59:11 Irfommation 6 Configuration 113 KTUZ10RF EO [17.120181]
27/06/2018 18:58:23 Irfommation ¢ Configuration 113 KTUZ10RF EO [17.120181]
27/08/2018 18:57.19 Irfomation Aoparei recorfiguré Corfiguration 113 KTU210RF EO [17.120181]
27/06/2018 18:5402 Irfomation Aoparei recorfiguré Corfiguration n*114 KTU210RF EO [17.120181]
27/068/2018 18:53:47 Eror InvaldArgumert=La valeur 4 'est pas valide por index Nom duparaméire  index 3 System Windows. Forms.ListViewt lection get_t s it AN _corfigitock BTN_valider_Clck(.
27/06/2018 18:53:45 Eror InvalArgumert=La valeur 4 est pas valide pour index Nom du paramére  index 3 System Windows. Forms. LitViewt Jlection get_| s refmE RM_corfigistock BTN_valder_Clck(.
27/06/2018 18:53:45 Eror InvaliFrgument=La valeur 4 st pas valide pour index Nom du paramétre < ndex & System Windows, Forms ListView tem lection get_| 4 IterfaceC RIM_corfighstock BTN_valder_ Clck(.
27/06/2018 18:5345 Eror InvaliFrgument=La valeur 4 niest pas valide pour index Nom du paramétre < ndex & System Windows, Forms Listiew e lection get_| 4 IterfaceC RIM_corfighCstock BTN_valder_ Clck(.
27/06/2018 18:53:45 Eror InvaliArgument=La valeur 4 est pas valide pour index Nom du paramétre < index 3 System Windows Fomms LitView e lection get_| 4 iterfaceC RM_corfigistock BTN_valder_ Clck(.
27/06/2018 18:53:44 Eror Invaldfrgumert=La valeur 4 iest pas valide por index Nom duparamétre : index 5 System Windows. Forms ListViewt lection get_| s T AN _corfihstock BTN_valder_ Clck(.
27/06/2018 18:53:44 Eror Invalfrgumert=La valeur 4 'est pas valide pour index Nom duparamétre  index 5 System Windows. Forms ListView Jlction get_| F RIM_corfigRitock BTH_valder_Clck.
27/06/2018 18:53:44 Eror InvalArgumert=La valeur 4 est pas valide pour index Nom du paramére  index 3 System Windows. Forms. LitViewt Jlection get_| s refmE RM_corfigistock BTN_valder_Clck(.
27/06/2018 18:53.00 Eror InvaliFrgument=La valeur 4 st pas valide pour index Nom du paramétre < ndex & System Windows, Forms ListView tem lection get_| 4 IterfaceC RIM_corfighstock BTN_valder_ Clck(.
27/06/2018 18:52.55 Eror InvalidArgument=La valeur 4 est pas valide pour index Nom du paramétre < index & System Windows. Fomms ListView tem lection get_| 4 iterfaceC RI_corfigfGetock BTN_valder_ Clck(.
27/06/2018 18:5255 Eror InvaliArgument=La valeur 4 est pas valide pour index Nom du paramétre - index 3 System Windows Fomms LitView e lection get_| 4 IterfaceC RM_corfigistock BTN_valder_ Clck(.
27/06/2018 18:5253 Eror Invaldfrgumert=La valeur 4 iest pas valide por index Nom duparamétre : index 5 System Windows. Forms ListViewt lection get_| s T AN _corfihstock BTN_valder_ Clck(.
27/06/2018 18:5252 Eror valeur 4 ‘ndex' Nom du paramétre : index & System Windows.Forms ListViewk: Jlection get_| F RIM_corfigRitock BTH_valder_Clck/.
27/06/2018 18:50:49 Irfomation Apparei recorfiguré Corfiguration n*113 KTUZI0RF EO [17.120181]

O | e e Irfommation 2 = [ 13 KTUZIORF E0 171201811 ~

Cav esport P expot Piint

It is possible to export the event report in table form (.csv), pdf or directly print it
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11 AKIVISION-E APPLICATION INSTALLATION

For the installation and minimum requirements, please see the prerequisite document “LR/03/BE".

11.1 Software launching

To launch the application, it is necessary to connect the security key on the computer's USB .
connection.

Security key or dongle
» Connect the security key only after the software installation.

* During the usage, the computer researches if the key is present every 5 minutes. If the key
is not detected, it is no longer possible to make actions on the application.
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12 SETUP THE APPLICATION

It is possible to adjust several general parameters of the application. It is advised to adjust them before the first usage.
These adjustments concern:

* The database access

* The users management

» The application personalization

To access to these adjustments:
» Click "Options” on the main screen of the application.
The application requires the user to log in.
> Enter the following login: “admin” then the following password: “admin”. See page 52 for creation and
management of users login and passwords.
The following window opens.

6® Options configuration = | B [
u Options configuration

Data
o
-
O ==

Management of the database

)
Access to databz
© Local '\ Ses wmen requie an e
Remote Database address :
Cancel 0K

12.1 Manage the data

This window allows to optimise the software performances if the data number or the acquisition frequency is very
important. Therefore, the sampling allows to keep a defined number of values.

» To activate this function, tick the “Activate sampling” box.

This window also allows to select the access type to the database:
 Local: access to the Akivision-A database installed on the computer
» Remote: access to the Akivision-A database installed on an another computer
In the last case, it is necessary to indicate the database address of the computer on which AKIVISION-A is installed. This
address is composed of the computer name and the listening IP port of the SQL server.
For example: ORDINATEUR_PAUL:24700

» Contact your network administrator to know the exact address of the computer.
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12.1.1 Manage the users
» C(lick "Safeties”.

The following window opens.

&® Options configuration

o
Options configuration

» C(lick "Access to the users management”.

The following window opens.

4 trr rageners R i

L+
1 Users management

a

3

General

) 3

Users

3L

Groups

General

Activate the users management

Location of users database :

C:AUsers\Public\Documents\KIMO INSTRUMENTS\Akivision2\Akivision2_USERDB.SDF

Browse ...

Cancel | [ oK |

» Tick the box “Activate the users management”.
» Click "Browse” to modify if necessary the location of the users database.

(D For the first application, the indicated path is the default path of the users database.

» Then click “Users” on the left side of the window.

The following window opens.

52
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EjUs_ers manageme|

o
1 Users management

o Users
1 Login User name Users group
admin admin Admins
General user user Users
n test test test Mone
3L
Groups
[ cancel | [ ok |
This window contains 2 users created during the Akivision-E installation: ez rarseney

* An "Admin” user, which has all the rights, which can be modified but which | m
User sheet

cannot be deleted.

* A "Users" user, which has restricted rights, and which can be modified and iaeraioes
deleted.
Click "New user”. Surname:

The opposite window opens.
Enter the user's first and last name in the “Users informations”. o

Assign a group to the user (see chapter 3.5.2 for the groups creation). bese o
Create the connection logins of the user: enter a login in the field “Login" and
a password in the field “Password” then confirm the password in the field
“Confirm the password”.

> Click OK to validate the user creation.

Connection logins

YVVYVY 'V

Password :

Confirm password :

12.1.2 Manage the users groups

» Click "Group” on the window “Users management”.
The following window opens.

3. s mragemers TR s
o

1 Users management

o Groups
1 Group name Group description
Admins
General
Users
I groupe 1
Users
Cancel | [ oK |
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This window contains two groups created during the Akivision-E installation:
* An "Admin” group, which has all the rights, which can be modified but which can not be deleted.

* A"Users" group, which has restricted rights and which can be modified and deleted.
» C(lick “New group”.
The following window opens.

E,J Group parameters

Group name :

Group description :

Authorization from the group

| :1‘ Group management

Group informations

Commen
[T] user management
Change the password
Display the event log
Toolz: management of the export files
Toolz: management of the database
Export the data
Print

Akivision-A
Create a new viewing
Open an existing viewing
Close the viewing
Save the viewing
Updating the viewing

Ble o

»

m

[] check/ uncheck all

» Assign a name to the group in the field “Group name” then a description of the group in the field “Group

description”.

» Assign the various authorisations that the group will have by ticking the desired boxes.

» C(lick OK to validate the users group creation.

There are three types of authorisations:

» "Common": concern the using of Akivision-A and Akivision-E software.

» “Akivision-A": solely concern the Akivision-A software.
» "Akivision-E": solely concern the Akivision-E software.
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Authorisations list:

Common

Akivision-A

Users management

Create a new viewing

Alarms management

Change the password

Open an existing viewing

Alarm(s) report

Display the events report

Close the viewing

Display/Mask alarms messages

Tools: management of the export files

Save a viewing

Alarms acknowledgement

Tools: database management

Updating the viewing

Tools: Stop/Start service

Export the data

Delete viewing

Tools: service properties

Print

Add device

Comments notes addition

Measure signature

Deletion device

Modify the graphic parameters

Akivison-E

Devices configuration

Modify the synoptics in creation mode

Create a new viewing

Change the communication parameters

Open an existing viewing

Change base number of data logger

Close a viewing

Place data logger

Delete viewing

Stop the acquisition service

Comments notes addition

Interrupt the acquisition service

Print

Force wireless data logger unload

Modify the graphic parameters

Calculated channels management

12.1.3 Modification and deletion of users and users group

To modify a users group:

> Select the group to modify by clicking on it.

» Click "Modify".

» Carry out the modifications by ticking or unticking the desired authorisations.
> Click OK to validate the modifications.

To modify a user:

> Select the user to modify by clicking on it.

» Click “Modify”.

» Carry out the desired modifications.
» Click OK to validate the modifications.

To delete a users group:

> Select the group to delete by clicking on it.

> C(lick “Delete”.

> Click OK to validate the deletion.

To delete a user:

> Select the user to delete by clicking on it.

» Click "Delete”.

> Click OK to validate the deletion.
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12.2 Personalize the application

This part allows to personalize the curves, the time axis, the background, the logo appearing on the prints and display or
not the MKT statistics.

The MKT statistics allow to express in a simplified way the global effect of the temperature variations during the
storage or the transport of the perishable goods.

> Click “Personalization” on the left side of the options window.
The following window opens.

2 Options configuration (=] [
u Options configuration
b SR
Proview  mage fi
~
[ 1]

[ Print the graphic background (coler gradient)

[ o KT statitics
In the “Default properties of time axis” part: Defautt propertis of tme axis
> Click the colour square then select the desired colour. coor [ Griglines - []

» Validate with OK.
> Tick the box "Grid lines” to make appear the grid lines.

In the “Default properties of background” part:
> Select the degraded type of colour: diagonal, horizontal or vertical.
» Click the two colour squares then select the desired colours.
» Validate with OK.
> Tick the box "Use the axis colour for the grid lines” if needed.
»  Click the colour square to define a grid lines colour.

In the “MKT" part:
» Tick the box “Display the MKT statistics” to display the MKT temperature. This temperature allows to express in
a simplified way the global effect of the temperature variations during the storage or the transport of the
perishable goods.

In the “Printing logo personalization” part:
» Click "Browse" and select the logo which will appear on the printings.
» Click the image file then on “Delete” to delete it.

In the “Printing options” part:
» Tick the box to print the graphic background.
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13 ACQUISITION VIEWING

13.1 Open the acquisition
To open an acquisition in progress with AKIVISION-E, you must beforehand dispose of the acquisition configuration file

launched with the AKIVISION-A.

This file is a Config.AkiA file and is present on the computer where AKIVISION-A is installed.

(D Default location of the file under: C:\Users\Public\Public Documents\KIMO Instruments\AKIVISION3\BASE
» Go to search this config.AkiA file then paste it in a computer location where AKIVISON-E is installed.

It is recommended to paste the Config.AkiA file at the following location:
C:\Users\Public\Public Documents\KIMO Instruments\AKIVISION3\BASE

> Click "Open” on the AKIVISION-E homepage. |55
The following window opens.

i Open il

= Create B

- Madify \

Delete ﬁ

v - . ¥ Cancel C

For the first usage, the viewing list is empty.
» Click “Browse”.
» Go to the config.AkiA file location.
» C(lick it then click “Open”.
The window opens and the viewing appears:

Fie User Acqustion Displyy Tooks 7
= A .
B‘ H B - A ® Stopped acquisition P Q.
MD120 o]
= Maingraph | £\ Aams andrelays|
e 1O | At | AT PP PG 1| |
151 & w10 MR100 &
4 10.RL4 Températurss A _\g\" o é‘& E
(@ & e 12 MD120 o “
@120 o) B i A A IR i i - = 20 e
@ 12,1 [oc s | I fmf 175 7
@77 12,2 [oc] 1A ] ! / ' |
B2 123 [oc] 50 - 4,50 i i I 1,50 50
o : 11.RL1 i :
[ @ w2 cpao3 i S F ! \
e 2.1 (pal w7251 125 AL : > j 125 4 125
D02 [oc] r i i |
. 35700 + 1.00 a 3 — 100 4 100
O 2.3 [mmHzo] Magaal I it - 3 2 ]
D7 2.4 1oc] 675+ 075 Box 243 bis 0.75 075
0% 241
T4 pa2 5650 - 0.50 Box 11 test L CEIE 0.5
04 opa s
Wk 4+ 025 Box 1 test bis J 025 025
151 3 voies calculges 5600 4+ 000 | 0.00 0,00
8 & vaie calculée 1 [d8] \\ [ \
55 025 \ 225 025
|
050 / \ | 050 4 050
075 ‘ \ / \‘ 2.75 275
1,00 F— j= J \ \ n 00 00
i \ ;| Ay 3 [\ 7
150 / / \ / \ / \ 150 50
‘ V \/ \ | \ s d
\ \
2,00 v/ @ \ll g S y \ S oy 3 2,00 00
& N &
g & " & 5 & o 3
> & & 5 o > & 5 S
S \ < S
s W
LUULLA By dates v L 1400402016 12:5435 [~ G 4016140651 [~ V Validate

ACQUISITION VIEWING 57



@ Once the viewing is opened, it will appear in the viewing list.

To open, double click on it.

ﬂ Initial ETH AKIV722
E Initial ETH RF AKIV 722 17

Create

. R 4 odify
ElnltlalMD(te MdB ETH RF AKIV

E Initial MdB AKIV725 Delete
E Initial Mixte MdB ETH RF AKIV.
E Initial Mixte MdB ETH AKIV726

F Initial Md% AKIV725 5‘vn <

r

8 » DY

Cancel

Q

13.2 Viewing details
13.2.1 The devices list

All the viewing devices are listed in this panel. The tick boxes allow to choose the channels to display on the graphic and in
the table.

13.2.2 Display values: graphic, table and statistic

It is possible to have different displays of values.
» Click "Display” then select the type of desired display among:
* Graphic and table
*  Graphic and statistics

*  Graphic
* Synoptic
» Statistics
« Table

& To display the synoptic representation, the Synoptic.SAkiA file must be installed. See page 59.

For the “Graphic and table”, "Graphic and statistics” and “Graphic” displays, a toolbar with different buttons listed
below allows to:

Update or reset the zooms To zoom in

Display the curves To zoom out

Display the points Make a dynamic zoom
Selection pointer n Move the display area
Cursor of points path @ Add a note

E 3D display

+ If the "Graphic and table” display is selected: the software displays the values in the form of curves and in a
table.

» If the “Graphic and statistics” display is selected: the software displays the values in the form of curves and the
remarkable values (min, max, number of points,...) in the form of tables.

» If the "Graphic” display is selected: the software displays solely the values in the form of curve.
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13.3 Values display: synoptic representation

EEEe R 0B s
Ethernet =
= (@ # N 10 TH300
g’ff 101 [%RH] 10.AL110AL2) (10RLT) [A0.RL2 02 ]
227 10.2 [°C] - a N - _
@27 10.3 [oC td) @@ Z] ”0 40’9“”}”0 2302 CUUO 228 Cmu
@27 10.4 [g/kg]
@ & 0.
X 10 i
B & 10.RL1 @ {0 38,1 %RH”“O 22,7 oc”UQ 7,8 mH
@ & 10.R2
= (@ # Ne 11 TH300
EE: ilil, | E%?H] 122
5112 [°C = = 2
@27 11.3 [oC td] @@ ”o 299 %RHHO 22,9 °c”UO 4,5 tuu
@27 11.4 [oC tw]
g f 32::; AL 3AL2 (311} (132) B
B i Q0 [0 suaw]le 23,70 s+
@ 4 11.R2
=@ g N° 12 TH300
22 12.1 [9%RH
@2 10,2 EQC] : “O 42_,8 %RHHO 7,9»( ta}mo 21,0 oCU
@27 12.3 [oC td)
827 12.4 [oC tw]

The synoptic representation gathers the slaves and the alarms on the same viewing in the form of
customizable sketch. Thus, it is possible to locate in real time the measured values and the alarms.

13.3.1 Open the synoptic representation

To open a synoptic representation corresponding to the viewing, it is necessary to dispose beforehand of a synoptic
representation file.
This file is a Synoptic.SakiA file.

* Default location: C:\Users\Public\Documents Public\KIMO Instruments\AKIVISION3\BASE

» Copy this Synoptic.SAKIA file to the place in which the acquisition configuration file is located (file of Config.AkiA
type) on the computer where AKIVISION-E is installed.

13.3.2 Modify the elements of the synoptic representation

It is possible to modify the elements of the synoptic representation:
» Click right on an element then click “Property”.
The following window opens.

Label properties E=mee e
| ﬁ Label properties I
\|[repeamnca] Aorms
Genersl sppearance T Thresholds Active liht
St wge || @ wnimed Uss the threshold 1:: ] Display the light
- Display the threshold 1 Flashi light v
Direction 00 5] ® Atomaicti 1261 i PRI
| 1y | Dranw the threshold 1 : Alamn color [ ]
Pattem ©) Customized title 1261
Threshold 1 value ETE Inactive color [ ]
Use the threshold 2 - @] Nomal color : [ |
Draw borders: Font color of the il : [ ] iy B i 2
Transparert background Background color of the tile : — Do e trastiald 2
Background color ]
Thveshold 2 vaiue B
| | —— Desta |
Color :
Draw the |
Value and marking Preview I RS @ I:l Preview
| = Ve | P—— |
200 [&
Dispiay unt:
Min. Max. B
=N I AL I
= = l |
=]
o 20 »s o 20|
5 z | ‘
Draw fine : i |
Draw marking
J J
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The “Appearance” tab allows to modify the element appearance.

The “Alarm” tab allows to modify the alarm appearance on the element. It is also possible to display or not the threshold,
to modify their values, ...

» Carry out the desired modifications then click “Validate”.

Example of representation:

Q 20,00/°C

010 20 30 40 50 60 70 80 90 100

=
‘ ‘ O LT e-ee!

Ho 20,00 -

These representations can then be modified: orientation, colours, title,. ..
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14 EXPORT THE DATA

14.1 Create values, graphic, event or alarms report

During the acquisition viewing, it is possible to export:
* The values in the form of table
* The graphic in the form of image
* The events in the form of spreadsheet
* The alarms list in the form of spreadsheet
* The alarms table in the form of spreadsheet

» Click “File" menu.
» C(lick "Export”.
> Select the desired export.
* For the export of values, events, alarms list and alarms table, the application exports the values then display a
message asking to open or not the created file.
* For the graphics export, the application opens a window allowing to select the saving type of the graphic: jpeg,
.bmp, .png or .gif.
» Select the image format then click “Save”.

14.2 Create a pdf report

» Click “File" then "Print”.
> Select “Print” or “Pdf".
The following window opens.

General information

General information Measurement reports Group measurements by unit [l

Summary report

Name of the report :

[ Detailed report
Location :
Start of the report 28/01/2019 11:53:43 Graph report u
End of the report 28/01/2019 13:53:43

[ Graph report

Comments
Title :

Logs reports

7] Alam log report
[ Sign list

oK | [ cancel

» Give a name, enter a location and possible comments.

» Select the type of measurements report: summary and/or detailed report:
* "“Summary report”:list of measures and statistics
» "Detailed report”: list of measures and detailed statistics with table

» Tick the "Graph report” box and select items to include into the report. This allows to group information on the
graph by unit, devices or to export a single graph for all series.

> Tick "Alarm log report” and/or “Event log report” to include it/them into the report.

» Click OK to generate the pdf file.

All the created exports are saved in the following folder:
C:\Users\Public\Documents Publics\KIMO Instruments\AKIVISION3\EXPORT

EXPORT THE DATA o1



15 ALARMS LIST

15.1 Access to the alarms list @
» Click "Access to the alarms list”.

From this window, it is possible to display:
* The alarms by date
* Thelast alarms
* The alarms of the last day
 The alarms of the last week
* The alarms of the last month

» Click in the “Period” list then select the desired alarms period.

> Define the date if the alarms by date has been selected then click “Validate”.

Colour code of the alarms:

*  When the line is red: the alarm is triggered, the device corresponding is in alarm state.
*  When the line is green: the alarm is triggered, but the device is no longer in alarm state.

15.2 Acknowledge the alarms

If the alarm hasn't been acknowledged, it is possible to do it from the software:
» C(lick "Display the unacknowledged alarms”. a
The following window opens. (93

E List of unacknowledged alarms

Select/desslect al [7] Today

27/06/2018 01:13 | 105.A

27/06/2018 01:10 | 105.AL
26/06/2018 20:10 | 105.AL

2270 element(s)

Acknowledge the selected alarms Close

n
=4 List of unacknawledged alarms e

» Tick the alarms to acknowledge.
» C(lick "Acknowledge the selected alarms”.
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16 ACCESS TO THE EVENT REPORT

The report is a report which gathers the intervened events during the acquisition:
e Date
* Name
» (Category (deletion / launch acquisition, configuration modification...)
* Alarms description (alarm, relay...)
* Acknowledgement
*  Comment
»  Connected user (if the users management is active)

» C(lick "Access to the events report”.
The following window opens:

T (Sl
Events report 1
Software Level Category Message User
[a - [ = [an -]
Period Startng End
21062010 10:05:45 2810612018 10:07:06 Vel Automatic update o the table:

Dale Level Applcation Wessage Categoyy Comment -
27/06/201819:1422 Infomation Aoparsil recorfigurs Corfiguration n*T13 KTU210RF EO [17.120181] |
27/06/2018 18:1231 Irformation Apperil recorfiguré Corfigur n*13 KTU210RF EO [17.120181]
27/06/2018 15:1125 Infomation ppared radofréquence Enreg que... |n"113 KTU2IORF EO [17.120181]
27/06/201819:1125 Information Placement dun appared rade fréquence Envegisireurs radi fiéque... |n*113 KTUZIGRF EO [17.120181]
27/06/201815:10:32 Eror Echec identfication backgroundWorker1_DoWork
27/06/2018 15:10.09. Infomation Suppression dun apparel radio fréquence Envegisreurs radio fiéque... |n"113 KTUZIORF EO [17.120181]
27/06/201819:10:00 Infomation Aoparsil recorfigurs Corfiguration " 113 KTU210RF EO [17.120181]
27/06/201815:0941 Irformation Appril recorfiguré Corfiguration n*13 KTU210RF EO [17.120181]
27/06/2018 15:0825 Infomation Appril recorfiguré Corfiguration w113 KTU210RF EO [17.120181]
27/06/2018 19:03:12 Information Apparil recorfiguré Configuration 113 KTU210RF EO [17.120181]
27/06/201819:07.47 Infomation Aoprcil recorfiguré Configuration 114 KTUZ10RF EO [17.120181]
27/06/2018 19:07.03 Infomation Aoparsil recorfigurs Corfiguration 114 KTUZ10RF EO [17.120181]
27/06/2018 19:0448 Irfomation Appril recorfiguré Corfiguration 114 KTU210RF EO [17.120181]
27/06/2018 19:03:49 Aopare n*14 KTU210RF EO [17.120181]
27/06/2018 19:0147 Appril recor ration w115 KTU210RF EO [17.120181]
27/06/201813:00:29 Infomation Apparil ecorfigurs Configuration 114 KTUZ10RF EO [17.120181]
27/06201818:5911 Infomation Aoprcil recorfiguré Configuration n* 113 KTUZ10RF EO [17.120181]
27/06/2018 18:58.73 Infomation Aoparsil recorfigurs Corfiguration n*T113 KTUZ10RF EO [17.120181]
27/06/2018 185719 Irfomation Aoparil recorfigurs Corfiguration ' 13 KTU210RF EO [17.120181]
27/06/2018 18:5402 Information Apparil recorfiguré Corfiguration n*14 KTU210RF EO [17.120181]
27/06/2018 18:53:47 Eror InvaidArgumert=La valeur 4 niest pas valide pour Tndex'Nom du paramélre : ndex  System Windows.Foms.ListMiewks Jecton ge_I tefaceC RI_corfighitock BTN valcer_Cick(

27/06/2018 18:5345 Eror InvaliFrgument=La valeur 4 st pas valide pour index Nom du paramétre < ndex & System Windows, Forms ListView tem ecion ge | & IlerfaceCe RM_corfigiitock BTN valder_Gick(

27/06/2018 18:5345 Eror InvaliFrgument=La valeur 4 niest pas valide pour index Nom du paramétre < ndex & System Windows, Forms Listiew e Jecton ge_i 4 IterfaceC RM_corfighistock BTN valer_Cick(

27/06/2018 185345 Eror InvaliArgument=La valeur 4 est pas valide pour index Nom du paramétre < index 3 System Windows Fomms LitView e Jecton ge_i 4 iterfaceC RM_corfigitockc BTN valcer_Cick(

27/06/2018 18:53:45 Ero ¢ est pas valide pour index Nom duparamétre : index 5 System Windows. Forms.ListViewt Jleciion get_ e AM_corfighitock BTN valer_Cick(

27/06/2018 18:53:44 Ero pas LstViewk Jlection get_ rtefaceC RM_corfigKitock BTN valder_Cick(

27/06/2018 18:53:44 Eror InvaidArgumert=La val pas valide pour ndex’ Nom du paramétre :ndex 3 System Windows. Forns ListView' ecton ge I rtefaceC RM_corfigRetock BTN valder_ Cick(

27/06/2018 18:53:44 Eror InvalFrgument=La valeur 4 st pas valide pour index Nom du paramétre < ndex & System Windows Fe ecion ge | & IlerfaceCe RM_corfigiitock BTN valder_Gick(

27/06/2018 18:53.00 Eror & System Windows.F em Jecton ge_i 4 iterfaceC RM_corfigiistock BTN valcer_Cick(

27/06/2018 185255 Eror tem Jecton ge_i 4 IterfaceC RM_corfigitockc BTN valcer_Cick(

27/06/2018 18:525 Ero Jleciion get_ e

27/06/2018 18:5253 Ero Jlection get_ rtefaceC

27/06/2018 18:5252 Ero % Jlection get_| rtefaceC -

27/06/2018 18:5049 Infomation Apparcil ecorfigurs Configuration n* 13 KTUZ10RF EO [17.120181]
| Tz 03028 Irfommation 2 = Confiauration 113 KTUZIORF E0 171201811 ~

Cv export Pl export Fiint

It is possible to filter the events to display by:
» Software: events only concerning the Akivision-A, Akivision-E, the Data base or all 3
» Level: event type: All, Main events, Informations, System, Error, Error of level 1, Fatal error
*  Period: day, week, month or date
» (Category: application Event, Start/Stop application, Application configuration, Identifications, Options, Mails, Motor
download, Alarms, Communication
* Message
e User

Software Level Category Message User
(A | [au =] [An -]
Period Starting End

"
[The last events -] 14/10/2016 11:26:08 2111012016 11:26:58 V s Automatic update of the table

To add a comment to an event:
> Double-click in “Comment” column to the line of the desired event.
» Enter the comment then press Enter.

» ltis possible to export the event report in table form (.csv), pdf or directly print it.
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